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REFERENCE DRAWINGS:

AUTOCLAVE HEATER LOCATOR AND DETAIL SEE DWG. 

SD144E022.

AUTOCLAVE CONDUIT AND WIREWAY LAYOUT, AUTOCLAVE 

SECTION @ ELEVATION 108'-6"  SEE DWG SE144E020.
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NOTES:

JUNCTION BOX B-ACLV-JB1 TO BE MOUNTED ON OUTSIDE 

EDGE OF UPPER WALKWAY AT ELEVATION 116'-1/4" TO 
THE BOTTOM OF THE BOX.

WALKWAYS AND THEIR SUPPORTS HAVE BEEN DELETED 

FROM AUTOCLAVE FOR CLAIRITY.

SOME ELECTRICAL EQUIPMENT HAS BEEN DELETED FROM

PRATIAL PLAN FOR CLAIRITY, SEE DRAWING SE144E020 FOR 
ADDITIONAL DETAILS.

MANUFACTURER-HORIZONTAL LIGHTS #NHLS5-454T5HO-UNV 
(NB) WITH SYLVANIA #FP54/835/HO/ECO T5 LAMPS SSC.
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