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	Reviewer
	Comment/Recommendation
	Response



	Ascione, G.
	No response
	N/A

	Bavlish, J.
	No comments
	N/A

	Jeanes, R.
	No response
	N/A

	Levine, J.
	Sections 1.2 & 4.4: Change “Radiation Controlled Area” to “Radiologically Controlled Area”.


	

	Pueyo, M.
	No response
	N/A

	Shoe, R.
	No response
	

	Slavin, W.
	No comments
	N/A

	Murphy-LaMarche, S.
	No response
	N/A

	Hosea, J.
	No response
	N/A

	Ono, M.
	No response
	N/A

	Lacenere, J.
	No response
	N/A

	Perry, E.
	No response
	N/A

	Lumia, M.
	No response
	N/A

	Borusovic, R.
	No response
	N/A

	Williams, M.
	No comments.
	N/A

	Dietrich, L.
	In sections 1.2 and 4.4, RCA should be "Radiologically Controlled Area" not "Radiation Controlled Area".
	

	Pitonak, G.
	No response
	N/A


